BUILDING CODES

OCCUPANCY CALCULATIONS

SPRINKLER SYSTEM (CH 9)

BUILDING CODE: 2015 INTERNATIONAL BUILDING CODE (IBC)

¥ (OCCUPANCY CALCULATIONS BASED ON IBC: CROSS SQFT 1,607:2

AUTOMATIC SPRINKLER SYSTEM IS NOT REQUIRED PER SECTION 903.2.1.3:

OCCUPANCY TYPES:
A-3 — ASSEMBLY (RECREATION)

CONSTRUCTION TYPE (CH 6)

TOTAL OCCUPANTS A8 1

¥USED FOR EXITING, EGRESS AND RESTROOM CALCULATIONS

THE FACILITY IS CLASSIFIED AS TYPE V-B

STRUCTURAL FRAME: 0 HOUR
EXTERIOR BEARING WALLS: 0 HOUR
INTERIOR BEARING WALLS: 0 HOUR
INTERIOR NON—-BEARING WALLS: 0 HOUR
FLOOR CONSTRUCTION: 0 HOUR

CEILING CONSTRUCTION(CLASS 'B'): 0 HOUR

ONE-STORY, PARK SHELTER AND WARMING HOUSE. THE FACILITY INCLUDES: EVENT ROOM, RESTROOMS,
STORAGE AND MAINTENANCE GARAGE.

RESTROOM PLUMBING FIXTURES

FROM INTERNATIONAL PLUMBING CODE BUILDING OCCUPANCY CALCULATION BASED ON A-3 ASSEMBLY
(RECREATION):

MAXIMUM OCCUPANTS (GREATEST OF OCCUP. CALCULATION OR SEAT COUNT NUMBERS) = 48

50 % MALE AND 50 % FEMALE = 48/2 = 24 EACH
24/65 = 0.37 = 1 WC WOMENS RESTROOM
24/125 = 019 = 1 WC MENS RESTROOM
24/200 = 0.12 = 1 LAV EACH RESTROOM.

ACCESSIBILITY STANDARDS:  IIC A1117.1-2007 MSBC (MN RULES CH. 1341) ¥ CALCULATED
MECHANICAL CODE: 2012 INTERNATIONAL MECHANICAL CODE & FUEL GAS CODES ADOPTED WITH ASSEMBLY AREAS TOTAL OCCUPANTS 1. TOTAL SQUARE FEET DOES NOT EXCEED 12,000.
STATE AMENDMENTS — CHAPTER 1346 (INC) EVENT ROOM 588 45 o 2. TOTAL OCCUPANCY DOES NOTE EXCEED 300.
PLUMBING CODE: 2012 MN PLUMBING CODE CHAPTER 4715MSPC 15 SQFT. PER OCCUPANT
: 3. EXIT DISCHARGE IS LOCATED ON SAME LEVEL AS OCCUPANCY.
ENERGY CODE: 2012 INTERNATIONAL ENERGY CONSERVATION CODE (ECC) SF
ELECTRICAL CODE: 2014 NATIONAL ELECTRIC CODE (MSEC) MECHANICAL AREAS 82 04 4. TOTAL SQUARE FEET DOES NOTE EXCEED 2,000 (CHAPTER 1306).
OTHER: 2007 INTERNATIONAL FIRE CODE 200 SQFT, PER OCCUPANT o :
STORAGE ROOMS 544 1.8
OCCUPANCY CLASSIFICATION (CH 5> 300 SQFT. PER OCCUPANT SF ’

?U lLDlNGcoSr]gggg RFEOSI\(I)[,)\IASTE)TI\? V(V)EH SLAB ON GRADE REQUIRED: PROVIDED:
2, EXTERIOR WALLS: WOOD FRAMED BEARING WALLS WITH BRICK AND FIBER—CEMENT BOARD SIDING Men(1:125) Women(1:65) Men Women
3. INTERIOR WALLS: WOOD FRAMED WITH GYPSUM BOARD Woter CIoset(s) 1 | We, | |
4, WOOD TRUSSES AND ASPHALT SHINGLE ROOF
Urinal* ~ (1:200) - - Urinal* - -
TOTAL GROSS AREA 1,607.2 SF ooy (1200) 1 1 Loy 1 1
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